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REV DATE

FILE NO.

SUPPLY MAIN
ECCENTRIC

REDUCER
"A

STRAINER W/TAPPING ]
SIZE BALL VALVE W/NIPPLE & CAP

CONTROL VALVE

CONCENTRIC
INCREASER

UP THRU 2"—BALL VALVE
ABOVE 2"—BUTTERFLY
VALVE (TYP.)

UNION

NOTE.:

TO EQUIPMENT-

VALVE POSITION NOT 12 O'CLOCK FOR
HOT WATER SYSTEMS
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