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Al - Primary/Secondary Chilled Water Return Temp

Al - Primary Chilled Water Supply Temp

FLOW METER
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AO - Differential By-pass Valve

Al - Differential By-pass Valve Position
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I Bl - Chilled Water Pump x Status I
BO - Chilled Water Pump x Start/Stop .
AO - Chilled Water Pump x VFD Speed n
Bl - Chilled Water Pump x VFD Fault I
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SECONDARY CHILLED WATER PUMP
DIFFERENTIAL PRESSURE SWITCH
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Al - Secondary Chilled Water Differential Pressure

CHILLED WATER PUMP DETAIL
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Al - Secondary Chilled Water Supply Pressure
Al - Secondary Chilled Water Supply Temp
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NOTES:

— P CHWS

1. QUANTITY OF PUMPS VARY PER BUILDING.
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