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TITLE DUCT SUPPORT ON ROOF

DATE
08-01-12

REV DATE
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INVERTED ANGLE IRON
(OPTIONAL)

STRUCTURAL SHAPE
AS PER SMACNA

(ANGLE IRON OR PIPE)\\

ANGLE IRON FASTENED
TO EQUIPMENT SUPPORT

COUNTER FLASHING HOOD

BUILT-UP ROOF

INSULATION

METAL DECK

(7 DUCTWORK—

\

NOTE: ALL SUPPORTS SHALL BE FACTORY GALVANIZED, ALL
WELDS SHALL BE TOUCHED—UP W/ ZINC CHROMATE PAINT

0

/™ DUCT SUPPORT ON ROOF

DUCTWORK SUPPORTS
AS PER SMACNA

ANGLE IRON WELDED
TO PIPE OR ANGLE

(TYP)

SUPPORT LEGS—WELD
TO ANGLE
(TYP)

PREFABRICATED
EQUIPMENT
SUPPORT TO
METAL ROOF DECK

ANCHOR EQUIPMENT
SUPPORT TO METAL
ROOF DECK
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