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MASTER DETAIL

T|TLE DUCT ROOF DETAIL

DATE
08-01-12

HVAC DEPARTMENT

PHILADELPHIA, PENNA. 19104-6289

REV DATE

FILE NO.

SEAL FLASHING TO DUCT W/ WATER—RESISTANT SEALANT COUNTER FLASHING

TUCK MEMBRANE UNDER
TOP CAP

SEE PLANS FOR
DUCT PENETRATIONS

& SIZES. CURB TOP CAP

FLASHING

CONTINUOUSLY CAULK & SECURE [

FLASHING TO DUCT, WATERTIGHT.
[ |

- %ﬁ;’

OVERLAP & GLUE NEW
MEMBRANE OVER EXISTING.

EXISTING
MEMBRANE

—A0OCO

(TYPICAL).

CONCRETE ROOF DECK

PACK SPACE WITH CERAMIC FIBER
MATERIAL AND SEAL BOTH SIDES.
SEE SPECS. FOR MATERIALS.
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