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END OF MAIN OR 1/2" VACUUM BREAKER WHEN STEAM SUPPLY TO
EQUIPMENT EQUIPMENT INCLUDES AUTO CONTROL VALVE
CONNECTION
G STRAINER W/ TAPPING SIZE GATE
| —FULL SIZE LEG VALVE TO 1” W/ NIPPLE AND CAP
12" MIN.
GATE VALVE NION (TYP.)
TRAP
FULL SIZE
6" MIN. DIRT LEG
' CHECK VALVE
TO CONDENSATE
—'-\ RETURN SYSTEM
SCREWED CAP
OR BLIND FLANGE
NOTES:

1. OMIT CHECK VALVE IF STEAM PRESSURE IS 15 PSIG OR LESS AND CONDENSATE IS NOT LIFTED
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