UNIVERSITY OF PENNSYLVANIA

FACILITIES SERVICES MASTER DETAIL | TITLE FOUR PIPE FAN COIL UNIT
3101 WALNUT STREET PIPING DIAGRAM
PHILADELPHIA, PENNA. 19104—6289 HVAC DEPARTMENT

DATE
08-01-12

REV DATE

FILE NO.

PRESSURE /TEMPERATURE L

PLUG () ——~__ Q.

G—O— CHWS ———+ il 1H

G—io—HWS \’Q:%P'/T o5e i
X p/T ' FAN COIL UNIT

S CHWR—OH

NA P/T 1
S HWR ——jo— | I—H
/ i
BALL VALVE (TYP.) ;F
CONTROL VALVE (TYP.) 1/2” DRAIN W/HOSE CONNECTION
UNION IZE TRAP BASED ON UNIT STATIC AND FLOW
(TYP.) TO FLOOR DRAIN OR

CONDENSATE SYSTEM
CALIBRATED BALANCING
VALVE (TYP.)

/~ "\ FOUR PIPE FAN COIL UNIT PIPING DIAGRAM

\J SCALE: NTS

=




