UNIVERSITY OF PENNSYLVANIA
FACILITIES SERVICES
3101 WALNUT STREET
PHILADELPHIA, PENNA. 19104-6289
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TITLE IN-LINE CIRCULATOR PIPING

DATE
08-01-12

REV DATE

FILE NO.

UP THRU 2"—BALL VALVE
ABOVE 2"—BUTTERFLY

/—AIR VENT

PRESSURE GAUGEN

VALVE (TYP.)
- P

NOTES

1. ALL AUXILIARIES LINE SIZE.

\GLOBE STYLE SILENT CHECK VALVE
CONCENTRIC INCREASER

PUMP

g\UNION OR FLANGE (TYP.)
CONCENTRIC DECREASER

STRAINER W/TAPPING SIZE
BALL VALVE TO HOSE
CONNECTION & CAP
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