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TITLE PACKAGE DIRECT DRIVE DATE
PROPELLER TYPE WALL 08-01-12
MOUNTED FAN

REV DATE

FILE NO.

SHEETMETAL PLENUM MINIMUM
18 GAUGE TO EXTEND THROUGH
WALL TRANSITION FROM FAN TO
LOUVER AS SHOWN ON THE
DRAWINGS. PITCH TOWARD
LOUVER.

DAMPER INTERLOCKED TO FAN WITH GUARD

REMOVABLE
WIRE MESH
INLET GUARD

MOTOR MOUNTED

ON VIBRATION
ISOLATORS

PROVIDE WELD ANGLE
IRON FRAME FOR SUPPORT

ANGLE IRON ALL SIDES

WALL, COORDINATE WITH
ARCHITECTURAL DRAWINGS

LINTEL BY G.C.

™~ ACCESS DOOR MINIMUM
12" SQUARE

/~ \ PACKAGE DIRECT DRIVE PROPELLER TYPE WALL MOUNTED FAN

I MOTORIZED AUTOMATIC

v SCALE: NTS
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