UNIVERSITY OF PENNSYLVANIA
FACILITIES SERVICES
3101 WALNUT STREET
PHILADELPHIA, PENNA. 19104-6289

MASTER DETAIL
HVAC DEPARTMENT

TITLE PLATE AND FRAME HEAT DATE REV DATE

EXCHANGER PIPING DIAGRAM

08-01-12

FILE NO.

TEMPERATURE TRANSMITTER W/
STAINLESS STEEL WELL (TYP.)

—

REDUCER (TYP.)
m TO
FLANGE (TYP.) DDC
adlC |
T oH|

BALANCING VALVE (TYP.)
UP THRU 2"—CIRCUIT SETTER
ABOVE 2"—PLUG VALVE W/ AP PARTS

PLATE HEAT EXCHANGER

—

— COLD SIDE
RETURN
ﬂ] 0 D)
H 14
CONTROL VALVE (TYP.) — COLD SIDE
m EP SUPPLY
| i |1 ﬂ] H 2
g )O/\I -
0 < BALL VALVE (TYP.) HOSE
- CONNECTION W/ CAP (TYP.) o7 SIDE
¢ m T SUPPLY
] i | [ |1 ﬂ] ! 2
] 1T — | 14
1/2" SCH. 40
STEEL PIPE AND
THREADED FITTINGS &
— HOT SIDE
m /%g_z Q RETURN
H -

—

\
\—4" CONCRETE EQUIPMENT PAD

*F GLYCOL, PIPE TO RECOVERY TANK

-

#

o (L]
RELIEF VALVE

(TYP.)*

THERMOMETER W/STAINLESS

STEEL WELL (TYP.)

PRESSURE .,
GAUGE (TYP.) ABOVE 2"—-BUTTERFLY

R 0 b)
{5{} uj (¢
UP THRU 2”"—BALL VALVE

VALVE (TYP.)

/~ O\ PLATE AND FRAME HEAT EXCHANGER PIPING DIAGRAM

U SCALE: NTS

L




