BUTTERFLY VALVE AND
MJ CONNECTIONS.
REFER TO DETAIL.

(TYP. FOR 2)

SEE NOTE 2
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(1) 2’ CLASS 300 CORPORATION
STOP FOR VENT ON TOP AND (1)

2" CLASS 300 CORPORATION STOP
FOR DRAIN ON BOTTOM. SEE NOTE 1

TR—FLEX SPOOL PIECE WITH
FACTORY WELDED BEADS

FLUSHING DETAILS

NOTES:

1.

PROVIDE ADAPTER FITTINGS TO HOSE
CONNECTION ON DRAIN CORPORATION STOP.
WHEN DRAINING PROVIDE PUMP AND HOSE
TO DISCHARGE WATER AWAY FROM TRENCH.
AFTER FLUSHING, REMOVE PRESSURE VIA
CORPORATION STOP, REMOVE FLUSHING
FITTINGS, TEST VALVES TO 150 PSI FOR 2
HOURS, THEN INSTALL TR—FLEX CAPS FOR
THE 250 PSI AND AWWA LEAKAGE TEST.
VALVES MUST BE OPEN FOR 250 PSI TEST.
REFER TO TESTING NOTES ON U 000.
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