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L“—BRD SCREEN

|<——STRAIGHTENING GRID

l-— ¢ ONE PIECE FRP EXHAUST STACK

12"W x 12"H PORT W/3/8" SPLASH PLATE
THICK COVER & (4) SIDES -
1/8" THICK BOLTED TO y -
1=1/4"x1—1/4" REINFORCED 1.5 x "B
FLANGE WITH NEOPRENE
GASKET ALL AROUND.
PROVIDE GALVANIZED IRON EMBLE CONNECTION
BOLTS ON 4" CENTERS. LEXBLE CO)
PVC DRAN ——— EXHAUST FAN
-
_— = N
== \
— ™ "B" /] EXHAUST FAN INLET
- PROVIDE No. 10 BARE COPPER JUMPER
REFER TO EXHAUST WIRE AND LUGS BETWEEN FAN HOUSING
STACK BASE DETAIL: AND EXHAUST DUCT AT FLEX CONNECTION
L 1 /
— - »

\ '~ VIBRATION ISOLATORS
(TYP.FOR 6)

————STRUCTURAL FAN SUPPORT

SPECIFY PITCH POCKETS OR BASE STEEL STRUCTURAL FRAME
EQUIPMENT SUPPORT BASES —— l_ROOI_—
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