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SPECIFY FIELD FABRICATED, REMOVABLE
AND REUSEABLE INSULATION BOXES
ON EVAPORATOR MACHINE BOX HEADS.

ROUTE REFRIGERANT RELIEF VALVES TO
EXTERIOR OF BUILDING.

INDICATE DRAINS ON BOTTOM OF HEAT
EXCHANGER HEADS/MARINE WATER
BOXES, EACH END.
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